January 15, 1999

Pretreatment Coordinator

City of Kokomo Wastewater Treatment Plant
1501 W. Markland Avenue

Kokomo, IN 46901

Dear Mr. Mclver:

On December 23, 1998, we received our report from NET Lab with an exceedence of our
zinc level. The reading was 1.6 mg/l our permit allows for a 1.25 mg/l in any one day.

As our permit requires, I called the pretreatment plant within 24 hours of becoming aware
of the overages.

This sample was taken on December 12, 1998. Repeat sample was taken on December
22, 1998. This reading was .34 mg/l. We believe that the exceedence was caused by our
failure to clean our final observation tank.

We have since cleaned it and have it on a cleaning schedule.

Sincerely,

MILBANK MFG. CO., INC.

Richard L. Tyler
Plant Manager
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